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Valve A e Pump Unit Flow Pressure | Viscosity to decrease the intervention flow rate
Identification Connecti . . .
Type onnection L/min bar cSt screw anticlockwise
min + max | min + max | min + max to increase the intervention flow rate
Cod. 04088 01 | 42- M 52 x 2
1"1/2 Cod. 04088 02 Gas 1'1/2 120 + 400 10 + 50 14 + 290 K
Cod. 04088 03 Gas 2"
% - -
\ \
Ram @ } To Pump Unit } % @ Ram
° Y N ° i \Vd °
. ' N ° . A ' °
\ \ B
H H H H
LY _ Lg _V ]
A . A
| Schematic Diagram | ToRam
A .
A - Operating flow
adjusting section A
B - Section of control
of closing speed
To Pump Unit
550 —
] o
] @
500 o
] | gy
2 w0
.g ] e
] o
© 400 @
_GCJ 1 O
o
e @
o 1 T
“— 300 -~ ©
g J o
3 250 - g
e 1 o
o o
g 20 o
1] 1 P
S
= 150 - O
< |
1(D T T T T T T T T T T T T T T T T T T T T T T T T 1
75 8 85 9 95 10 105 11 115 12 125 13 135 14 145
Operating Flow [L/min]
SAFETY VALVE @ Start Elevator Srl
ADJUSTING

TYPE 1"1/2 COMP.

08 169/ G

rev. O 1/2




Valve adjustment instructions

Thefollowing tables give instructionsto adjust the block valves on the basisof thelitres normally used
in the pump unit.

If the nominal operating flow rate of the unit is not indicated in the table, see the diagram on sheet 1 to
find the right adjustment for the bestintervention flow rate.

Once acquainted with the value of the adjusting turns,

turn anticlockwise the valve cap, loosen the lock nut and turn clockwise the adjusting screw
totheclosing valvelimit.

Thenturn it anticlockwise to reach theadjusting val ue previously calculated.

Tighten the lock nut and turn the cap clockwise checking if there are oil |eakages.

Anintervention test isthen recommended, following theinstructions of the
pump unit manufacturer.

VALVE 1"1/2 ADJUSTMENTS TABLE
Pump litres Adjust.turns L/min oper. increase
Ch 4 int. Ch 17 / for valve / for valve %
; 250/ 125 8-1/2 314 / 157 26
Ch 17
300/ 150 9-1/4 388 /194 29
(]
Ch17 380/190 9-3/4 470/235 23
‘ 440 / 220 10-1/4 558 /1 279 27
500/ 250 10 - 3/4 636 / 318 27
— 8.75
600 / 300 11-1/2 752 [ 376 25
™ ™
< ~ o
/\ 660 / 330 12 814 / 407 23
o~
©
\ / ? 740 / 370 13 946 / 473 28
O
O O] |
DIMENSIONS TABLE [mm]
m
TIPO VALVOLA 1"1/2
A 132
62
B 9,5
~——80x58 —
C 40,5
D 35
E 66
SAFETY VALVE @ Start Elevator Srl
ADJUSTING

TYPE 1"1/2 COMP. 08 169/ G rev. O 2/2




